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AG ENVIRONMENTAL RSC, LLC

NYSDOH ELAP # 12081
PA DEP # 68-05705

FLORIDA (Legionella) # E871152

86 Queen Mountain Road, Ferndale, New York, 12734 / Phone: 845.704.8151 / Fax: 845.414.0051 Original Report #: 33944
LCR Issue Date: 04/25/2023Bill-to Customer Information (C51060) Water Source Location X51060-05

Customer
Name: Sullivan County BOCES Source Name: Fallsburg Central School District- JSHS

Address: 52 Ferndale Loomis Road Address: 115 Brickman Road
Town: LIBERTY      State: NY      Zip: 12754 Town: Fallsburg      State: NY      Zip: 12733
Phone: 845-295-4110 PWSID/SPDES:

Email: gary.bowers@scboces.org Contact
Name: Gary Bowers

Fax: Phone: 845-295-4110
Sample(s) delivered on 04/06/2023 at 10:22 AM From COC#: 30033

Sample# MTX Sample Point Sampled
Date & Time Temp Pres.

Y/N/T
Res
Cl Int

Anal/Prep
Date &
Time

Analyte/Test Method Comment
(see table) Results MCL/SMCL

(Limits)

S000151142 DW-G GIRLS LOCKER ROOM LEFT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-11/

Lead : 1.10 ug/L See LCR Rule

S000151210 DW-G GIRLS LOCKER ROOM RIGHT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-29/

Lead : <1.00 ug/L See LCR Rule

S000151221 DW-G BOYS LOCKER ROOM LEFT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-31/

Lead : 1.42 ug/L See LCR Rule

S000151228 DW-G BOYS LOCKER ROOM RIGHT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-33/

Lead : 1.01 ug/L See LCR Rule

S000153457 DW-G ROOM 109 SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-19/

Lead : <1.00 ug/L See LCR Rule

S000151176 DW-G ROOM 109 ICE MACHINE 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-19/

Lead : <1.00 ug/L See LCR Rule

S000151203 DW-G ROOM 107 LEFT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-24/

Lead : <1.00 ug/L See LCR Rule

S000147957 DW-G ROOM 107 LEFT CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-06/

Lead : <1.00 ug/L See LCR Rule

S000151209 DW-G ROOM 107 CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-28/

Lead : <1.00 ug/L See LCR Rule

S000151183 DW-G ROOM 107 RIGHT CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-20/

Lead : <1.00 ug/L See LCR Rule

S000151208 DW-G ROOM 107 RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-27/

Lead : <1.00 ug/L See LCR Rule

S000153435 DW-G KITCHEN 3 BAY LEFT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-11/

Lead : <1.00 ug/L See LCR Rule

S000153397 DW-G KITCHEN 3 BAY RIGHT SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-02/

Lead : 2.10 ug/L See LCR Rule

S000153422 DW-G KITCHEN CENTER ISLAND SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-08/

Lead : <1.00 ug/L See LCR Rule

S000149772 DW-G KITCHEN FOOT PEDAL SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-10/

Lead : 2.57 ug/L See LCR Rule

S000151226 DW-G KITCHEN ICE MACHINE 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-32/

Lead : <1.00 ug/L See LCR Rule
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S000153451 DW-G KITCHEN DISH WASH SPRAYER 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-16/

Lead : <1.00 ug/L See LCR Rule

S000153433 DW-G GIRLS BATHROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-10/

Lead : <1.00 ug/L See LCR Rule

S000153483 DW-G GIRLS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-28/

Lead : <1.00 ug/L See LCR Rule

S000151171 DW-G BOTTLE FILLER STATION (OUTSIDE BOYS
BATHROOM 101)

04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-17/

Lead : <1.00 ug/L See LCR Rule

S000151205 DW-G GIRLS POOL LOCKER ROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-25/

Lead : 3.55 ug/L See LCR Rule

S000151158 DW-G GIRLS POOL LOCKER ROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-14/

Lead : <1.00 ug/L See LCR Rule

S000149770 DW-G GIRLS POOL LOCKER ROOM BOTTLE FILL 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-09/

Lead : <1.00 ug/L See LCR Rule

S000151151 DW-G BOYS POOL LOCKER ROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-12/

Lead : 1.04 ug/L See LCR Rule

S000153446 DW-G BOYS POOL LOCKER ROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-14/

Lead : 1.11 ug/L See LCR Rule

S000153441 DW-G BOYS POOL LOCKER ROOM BOTTLE FILL 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-12/

Lead : <1.00 ug/L See LCR Rule

S000153470 DW-G ROOM 011 SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-23/

Lead : 4.99 ug/L See LCR Rule

S000153455 DW-G ROOM 011 SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-18/

Lead : 3.77 ug/L See LCR Rule

S000151159 DW-G ROOM 007 SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-15/

Lead : 1.30 ug/L See LCR Rule

S000153392 DW-G ROOM 007 SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
11:00 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-40/

Lead : <1.00 ug/L See LCR Rule

S000153463 DW-G ROOM 016 SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-20/

Lead : 1.31 ug/L See LCR Rule

S000153447 DW-G ROOM 009 SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-15/

Lead : 8.17 ug/L See LCR Rule

S000145680 DW-G ROOM 012 SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-05/

Lead : 22.9 ug/L See LCR Rule

S000151192 DW-G ROOM 012 SINK CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-22/

Lead : 3.92 ug/L See LCR Rule

S000151216 DW-G ROOM 012 SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-30/

Lead : 2.34 ug/L See LCR Rule

S000153330 DW-G 302-G PRINCIPALS OFFICE BATHROOM
SINK

04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-34/

Lead : 5.64 ug/L See LCR Rule

S000151175 DW-G 302- J MAIN OFFICE BATHROOM SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-18/

Lead : 2.32 ug/L See LCR Rule

S000153482 DW-G NURSES OFFICE SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-27/

Lead : 24.1 ug/L See LCR Rule

S000151168 DW-G NURSES OFFICE BATHROOM SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-16/

Lead : 2.48 ug/L See LCR Rule

S000144027 DW-G BOTTLE FILL OUTSIDE LIBRARY 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-02/

Lead : <1.00 ug/L See LCR Rule

S000153471 DW-G LIBRARY OFFICE SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-24/

Lead : 4.82 ug/L See LCR Rule

S000153469 DW-G 318 GIRLS BATHROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-22/

Lead : 2.38 ug/L See LCR Rule

S000153337 DW-G 318 GIRLS BATHROOM SINK CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
11:00 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-37/

Lead : 2.65 ug/L See LCR Rule

S000151194 DW-G 318 GIRLS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-23/

Lead : 8.78 ug/L See LCR Rule
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S000144029 DW-G 318 BOYS BATHROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-03/

Lead : 1.52 ug/L See LCR Rule

S000153465 DW-G 318 BOYS BATHROOM SINK CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-21/

Lead : <1.00 ug/L See LCR Rule

S000153406 DW-G 318 BOYS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-04/

Lead : 3.37 ug/L See LCR Rule

S000149761 DW-G GIRLS BATHROOM SINK 330 A 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-08/

Lead : 2.96 ug/L See LCR Rule

S000151191 DW-G BOYS BATHROOM SINK 330B 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-21/

Lead : <1.00 ug/L See LCR Rule

S000153344 DW-G BUSINESS OFFICE SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
11:00 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-38/

Lead : <1.00 ug/L See LCR Rule

S000153407 DW-G ALL GENDER BATHROOM SINK (ACROSS
FROM RECORDS ROOM)

04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-05/

Lead : 3.67 ug/L See LCR Rule

S000151153 DW-G HANDICAP BATHROOM SINK (ACROSS
FROM RECORDS ROOM)

04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-13/

Lead : <1.00 ug/L See LCR Rule

S000144030 DW-G BOTTLE FILL RECORDS ROOM 021 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-04/

Lead : <1.00 ug/L See LCR Rule

S000153374 DW-G 211 GIRLS BATHROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
03:34 PM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-39/

Lead : 124 ug/L **HIGH** See LCR Rule

S000153395 DW-G 211 GIRLS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-01/

Lead : 3.42 ug/L See LCR Rule

S000153331 DW-G BOYS BATHROOM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-35/

Lead : 5.46 ug/L See LCR Rule

S000153480 DW-G BOYS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-26/

Lead : <1.00 ug/L See LCR Rule

S000153474 DW-G BAND BATHROOM SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-25/

Lead : 6.75 ug/L See LCR Rule

S000153418 DW-G FACULTY ROOM GENDER NEUTRAL BATH
SINK

04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-06/

Lead : 3.36 ug/L See LCR Rule

S000153405 DW-G FACULTY ROOM BATH SINK AT VENDING
MACHINES

04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-03/

Lead : 1.77 ug/L See LCR Rule

S000144023 DW-G ROOM 416 BOYS BATH SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-01/

Lead : 3.66 ug/L See LCR Rule

S000153429 DW-G ROOM 416 BOYS BATH SINK CENTER 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-09/

Lead : 1.67 ug/L See LCR Rule

S000153332 DW-G ROOM 416 BOYS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
11:00 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-36/

Lead : 3.08 ug/L See LCR Rule

S000153421 DW-G ROOM 418 GIRLS BATHRROM SINK LEFT 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-07/

Lead : 2.27 ug/L See LCR Rule

S000153484 DW-G ROOM 418 GIRLS BATHROOM SINK
CENTER

04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-29/

Lead : 2.94 ug/L See LCR Rule

S000151207 DW-G ROOM 418 GIRLS BATHROOM SINK RIGHT 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:59 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-26/

Lead : 1.93 ug/L See LCR Rule

S000147958 DW-G BOTTLE FILL OUTSIDE ROOM 416 04/06/2023
06:05 AM

12.3°C N - GB 04/13/2023
10:58 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0355-07/

Lead : <1.00 ug/L See LCR Rule

S000153452 DW-G ROOM 430A GIRLS BATHROOM SINK 04/06/2023
06:05 AM

12.3°C N - GB 04/12/2023
09:46 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-17/

Lead : 4.44 ug/L See LCR Rule

S000153444 DW-G ROOM 430 BOYS BATHROOM SINK 04/06/2023
08:05 AM

12.3°C N - GB 04/12/2023
09:39 AM

Lead [First Draw] by EPA 200.7/200.8
method

Y
23D0338-13/

Lead : 1.03 ug/L See LCR Rule

Comment Table: Y - Sample ran at York Laboratories ELAP #10854 & ELAP #12058 |  
Remarks:

This report cannot be reproduced without written permission of Sullivan County Labs. Test results are limited to those methods under which our lab is certified by ELAP.
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Results only relate to actual samples collected.
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