AG ENVIRONMENTAL RSC, LLC

[ ]

Fdn

NYSDOH ELAP # 12081
PA DEP # 68-05705

FLORIDA (Legionella) # E871152

86 Queen Mountain Road, Ferndale, New York, 12734 / Phone: 845.704.8151 / Fax: 845.414.0051

Original Report #: 33945

Bill-to Customer Information (C51060) Water Source Location X51060-04 LCR Issue Date: 04/25/2023
Customer . e _
Name: Sullivan County BOCES Source Name: |Fallsburg Central School District - Benjamin Cosor Elementary School
Address: |52 Ferndale Loomis Road Address: 15 Old Falls Rd
Town: LIBERTY  State: NY  Zip: 12754 Town: Fallsburg  State: NY  Zip: 12733
Phone: |845-295-4110 PWSID/SPDES:|N/A
Email: gary.bowers@schoces.org Contact Gary Bowers
Name:
Fax: Phone: 845-295-4110
Sample(s) delivered on 04/05/2023 at 11:06 AM From COC#: 29926
Anal/Pre
Sample# MTX Sample Point Dastaem&p!lt'ei:‘ne Temp YP/':/ST Ras Int D‘I?iir::e&p Analyte/Test Method ((S::::g E?:) Results M(Eli-r/nsili\:ns()l
5000144032 | DW-G [BOTTLE FILL AT MENS FACULTY 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
08:09 AM 10:50 AM |method 23D0335-02/
5000145690 | DW-G [ROOM 37 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
07:56 AM 10:50 AM |method 23D0335-03/,
S000151185 | DW-G [WOMEN'S FACULTY BATHROOM SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
RIGHT 07:56 AM 10:55 AM |method 23D0335-21/
5000151138 | DW-G [ROOM 43 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023Lead [First Draw] by EPA 200.7/200.8 Y Lead : 6.43 ug/L See LCR Rule
07:56 AM 10:50 AM |method 23D0335-09/
S000151211 | DW-G [ROOM 42 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 11.2 ug/L See LCR Rule
07:56 AM 10:55 AM |method 23D0335-29/
5000151222 | DW-G [GIRLS GANG BATHROOM SINK RIGHT 04/05/2023 [18.6°C| N | - |GB[04/13/2023Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(OUTSIDE ROOM 44) 07:56 AM 10:55 AM |method 23D0335-33/,
5000153333 | DW-G [GIRLS GANG BATHROOM SINK LEFT 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.28 ug/L See LCR Rule
(OUTSIDE ROOM 44) 07:56 AM 10:55 AM |method 23D0335-36/
5000151169 | DW-G [BOTTLE FILL AT BATHROOMS 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
07:56 AM 10:50 AM |method 23D0335-17/
5000151206 | DW-G [BOYS GANG BATHROOM SINK RIGHT 04/05/2023 [18.6°C| N | - |GB[04/13/2023Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(OUTSIDE ROOM 44) 07:16 AM 10:55 AM |method 23D0335-28/|
S000144028 | DW-G [BOYS GANG BATHROOM SINK LEFT 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
07:16 AM 10:50 AM |method 23D0335-01/
5000151229 | DW-G [ROOM 46 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.68 ug/L See LCR Rule
07:16 AM 10:55 AM |method 23D0335-35/
S000151172 | DW-G [ROOM 47 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 11.6 ug/L See LCR Rule
07:16 AM 10:50 AM |method 23D0335-18/
5000153440 | DW-G [ROOM 33 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.11 ug/L See LCR Rule
07:16 AM 10:56 AM |method 23D0335-47/,
5000151139 | DW-G [ROOM 32 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.47 ug/L See LCR Rule
07:16 AM 10:50 AM |method 23D0335-10/,
5000147982 | DW-G [ROOM 41 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.58 ug/L See LCR Rule
07:16 AM 10:50 AM |method 23D0335-04/
5000153460 | DW-G [ROOM 40 SINK 04/05/2023 [18.6°C| N | - |GB[04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 3.04 ug/L See LCR Rule
07:16 AM 10:56 AM |method 23D0335-50/
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5000153427 | DW-G [ROOM 38 SINK 04/05/2023 |18.6°C[ N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.10 ug/L See LCR Rule
07:16 AM 10:56 AM |method 23D0335-44/,

5000151186 | DW-G [ROOM 39 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.20 ug/L See LCR Rule
07:16 AM 10:55 AM |method 23D0335-22/

5000153419 | DW-G [BOYS GANG BATHROOM SINK RIGHT 04/05/2023 |18.6°C[ N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.65 ug/L See LCR Rule
(ACROSS FROM ROOM 35) 07:16 AM 10:56 AM |method 23D0335-42/

5000149773 | DW-G [BOYS GANG BATHROOM SINK CENTER 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 3.37 ug/L See LCR Rule
(ACROSS FROM ROOM 35) 07:16 AM 10:50 AM |method 23D0335-07/

5000151177 | DW-G |BOYS GANG BATHROOM SINK CENTER 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(ACROSS FROM ROOM 35) 07:16 AM 10:55 AM |method 23D0335-19/

5000153339 | DW-G [ROOM 35 SINK 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 7.34 ug/L See LCR Rule
07:16 AM 10:55 AM |method 23D0335-38/

5000153424 | DW-G |ROOM 34 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.62 ug/L See LCR Rule
07:16 AM 10:56 AM |method 23D0335-43/

5000153450 | DW-G |GIRLS GANG BATHROOM SINK RIGHT 04/05/2023 |18.6°C[ N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(ACROSS FROM ROOM 34) 07:16 AM 10:56 AM |method 23D0335-49/|

5000153428 | DW-G |GIRLS GANG BATHROOM SINK RIGHT 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 4.29 ug/L See LCR Rule
CENTER (ACROSS FROM ROOM 34) 07:16 AM 10:56 AM |method 23D0335-45/

5000151164 | DW-G [GIRLS GANG BATHROOM SINK LEFT 04/05/2023 |18.6°C[ N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
CENTER (ACROSS FROM ROOM 34) 07:16 AM 10:50 AM |method 23D0335-15/|

5000149760 | DW-G [GIRLS GANG BATHROOM SINK LEFT 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.79 ug/L See LCR Rule
(ACROSS FROM ROOM 34) 07:16 AM 10:50 AM |method 23D0335-06/

5000151215 | DW-G [ROOM 36 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 3.74 ug/L See LCR Rule
07:16 AM 10:55 AM |method 23D0335-31/

5000151201 | DW-G [ROOM 31 SINK 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.13 ug/L See LCR Rule
07:16 AM 10:55 AM |method 23D0335-27/

5000151155 | DW-G [ROOM 30 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.14 ug/L See LCR Rule
07:16 AM 10:50 AM |method 23D0335-12/

5000153390 | DW-G [WOMENS FACULTY BATHROOM SINK 04/05/2023 |18.6°C[ N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(ACROSS FROM ROOM 29) 07:16 AM 10:56 AM |method 23D0335-41/

5000151137 | DW-G |MENS FACULTY BATHROOM SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.10 ug/L See LCR Rule
(ACROSS FROM ROOM 29) 07:16 AM 10:50 AM |method 23D0335-08/

5000151213 | DW-G [ROOM 15 SINK 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.58 ug/L See LCR Rule
07:16 AM 10:55 AM |method 23D0335-30/|

5000147987 | DW-G [ROOM 16 SINK 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.79 ug/L See LCR Rule
07:16 AM 10:50 AM |method 23D0335-05/

5000151167 | DW-G |ROOM 12 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 3.47 ug/L See LCR Rule
06:57 AM 10:50 AM |method 23D0335-16/

5000151181 | DW-G [BOYS GANG BATHROOM SINK RIGHT 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.59 ug/L See LCR Rule
(ACROSS FROM ROOM 14) 06:57 AM 10:55 AM |method 23D0335-20/

5000151227 | DW-G |BOYS GANG BATHROOM SINK LEFT 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(ACROSS FROM ROOM 14) 06:57 AM 10:55 AM |method 23D0335-34/

5000151220 | DW-G [BOYS GANG BATHROOM SINK LEFT 04/05/2023 |18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(ACROSS FROM ROOM 14) 06:57 AM 10:55 AM |method 23D0335-32/|

5000153340 | DW-G [ROOM 14 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.45 ug/L See LCR Rule
06:57 AM 10:56 AM |method 23D0335-39/

5000153436 | DW-G [ROOM 13 SINK 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 5.32 ug/L See LCR Rule
06:57 AM 10:56 AM |method 23D0335-46/|

5000153388 | DW-G [GIRLS GANG BATHROOM SINK RIGHT 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.80 ug/L See LCR Rule
(OUTSIDE ROOM 13) 06:57 AM 10:56 AM |method 23D0335-40/

5000151143 | DW-G |GIRLS GANG BATHROOM SINK RIGHT 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
CENTER (OUTSIDE ROOM 13) 06:57 AM 10:50 AM |method 23D0335-11/

5000151160 | DW-G [GIRLS GANG BATHROOM SINK LEFT 04/05/2023 |18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
CENTER (OUTSIDE ROOM 13) 06:57 AM 10:50 AM |method 23D0335-13/

5000151199 | DW-G |GIRLS GANG BATHROOM SINK LEFT 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
(OUTSIDE ROOM 13) 06:57 AM 10:55 AM |method 23D0335-25/
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5000153445 | DW-G |BOTTLE FILL AT ROOM 11 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
06:57 AM 10:56 AM [method 23D0335-48/

5000153335 | DW-G |ROOM 11 SINK 04/05/2023 |18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 8.97 ug/L See LCR Rule
06:57 AM 10:55 AM [method 23D0335-37/

5000151200 | DW-G |[ROOM 7 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023|Lead [First Draw] by EPA 200.7/200.8 Y Lead : <1.00 ug/L See LCR Rule
06:57 AM 10:55 AM [method 23D0335-26/,

5000151161 | DW-G |ROOM 8 SINK 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 2.06 ug/L See LCR Rule
06:57 AM 10:50 AM [method 23D0335-14/

5000151193 | DW-G [ROOM 10 SINK RIGHT 04/05/2023 |18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.07 ug/L See LCR Rule
06:57 AM 10:55 AM [method 23D0335-24/,

5000151190 | DW-G |ROOM 10 SINK LEFT 04/05/2023 (18.6°C| N - |GB|04/13/2023(Lead [First Draw] by EPA 200.7/200.8 Y Lead : 1.43 ug/L See LCR Rule
06:57 AM 10:55 AM |method 23D0335-23/

Comment Table:
Remarks:

Y - Sample ran at York Laboratories ELAP #10854 & ELAP #12058 |

This report cannot be reproduced without written permission of Sullivan County Labs. Test results are limited to those methods under which our lab is certified by ELAP.

Results only relate to actual samples collected.

Authorized By:

Victeruin Fersagelomel

Victoria Langeland
Document Control
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